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APPENDIX B





LIGHT INTENSITIES*





Area�
Footcandles�
�
Family Quarters�
10-50�
�
Work station (desk, table, drafting, etc.)�
50�
�
Conference room�
30�
�
Class room�
30-50�
�
Warehouse�
30�
�
Nonworking areas (halls, corridors, etc.)�
10�
�
Troop living **�
30�
�
Building Security (interior)�
2�
�
Building Security (exterior)�
1-5�
�
Parking Lot Security�
1-5�
�



*Lamp wattages will not exceed equipment manufacturer’s specified rating





**Troop living areas where correspondence/college courses are conducted task lighting maybe used to increase the Footcandles to 50.
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APPENDIX C





INSPECTIONS





C-1.  INSPECTIONS.





    a.  Building Energy Monitors (BEMs) will conduct bi-weekly (once every 2 weeks) inspections of their activity using FS Form 917.  FS Form 917 will be filed and retained IAW AR 25-400-2.





    b.  Energy Officers will conduct monthly inspections of their activity using FS Form 245.  FS Form 245 will be filed and retained IAW AR 25-400-2.
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APPENDIX D





PRESCRIBED TEMPERATURE*





Area�
Heating Temperature Range**�
Cooling Temperature Range**�
Hot Water Temperature***�
�
Family Quarters�
65-70�
76-80�
95�
�
Troop Living�
65-70�
76-80�
95�
�
Administrative Areas�
65-70�
76-80�
95�
�
Classrooms�
65-70�
76-80�
95�
�
Dining Facility�
65-70�
76-80�
general use 140


prewash     160


final rinse 180�
�
Recreation�
65-70�
76-80�
95�
�
Motor Pools�
50-65�
not applicable�
95�
�
Dental Clinics�
70-75�
70-75�
140�
�
Medical Clinics�
70-75�
70-75�
140�
�
Child Care�
70-75�
70-75�
95�
�
Operating-Delivery�
70-75�
65-70�
140�
�
Intensive Care�
75-80�
70-75�
140�
�
Warehouse�
55�
non applicable�
95�
�



*in degrees of Farenheit


**space temperature


***temperature at the destination
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APPENDIX E





THERMOSTAT SETTING





THERMOSTAT SETTING


(Reference USAFACFS Reg 420-1





SUMMER:    Day ----------- Minimum Setting


           Night --------- Minimum Setting





WINTER:    Day ----------- Maximum Setting


           Night --------- Maximum Setting





ENERGY CONSERVATION OFFICER---





DATE –





FS Label 3 (DFAE) 1 May 77         590-5315 Army-Fort Sill, OK  1500 206�
�



RELATIONSHIP OF TEMPERATURE TO OPERATING COST


